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Abstract 
Background: Particulate matter, microorganisms in air and environmental conditions present a potential risk to 
museum collections. There are also limited studies of simultaneous measurements of airborne particles and microor-
ganisms inside museums and the effects of seasonal variations. Therefore, extensive indoor/outdoor measurements 
of particulate matter mass/number concentrations and viable, cultivable microbial load were performed in two 
museums and a library in Greece for a period of 2 years at selected time intervals. The culture heritage collections are 
located at coastal (Historical Museum of Crete in Heraklion), urban (Criminology Museum of the University of Athens) 
and mountainous (Neophytos Doukas Library in Zagori) environments and their collections consist mainly of organic 
materials. Measurements of inhalable particulate mass (PM10, PM2.5, PM1) and viable, cultivable airborne microorgan-
ism concentrations (heterotrophic bacteria, cellulose metabolizing bacteria, acid producing bacteria and mesophilic 
fungi) in air were performed.
Results and conclusions: The indoor PM10 and microbial concentrations were higher than the outdoor levels show-
ing the influence of the indoor sources, such as the presence of people and indoor activities, as well as, anthropo-
genic outdoor sources, and natural emissions. Elevated PM1 particle number concentrations were also encountered 
in the Historical Museum of Crete in Heraklion and the Criminology Museum of the University of Athens due to the 
high anthropogenic emissions of the urban areas. The lowest concentrations of viable, cultivable airborne microor-
ganisms were measured in the Historical Museum of Crete at the coastal site, which encounters also well controlled 
microclimatic conditions. In comparison to the other two naturally ventilated sites, the highest concentrations of 
viable, cultivable airborne fungi were measured in the Neophytos Doukas Library at the mountainous site, whereas 
the highest concentrations of viable, cultivable airborne heterotrophic bacteria were measured in the Criminology 
Museum of the University of Athens at an urban site, where mummified tissues and dry specimens are exhibited. The 
closed showcases of the two museums and the library could only protect the exhibits from viable, cultivable airborne 
fungi, but not from specific categories of bacteria. Acid producing bacteria in the Historical Museum of Crete, cellu-
lose metabolizing bacteria in the Neophytos Doukas Library, and opportunistic pathogenic heterotrophic bacteria in 
the Criminology Museum of the University of Athens showed to be enriched inside the closed showcases. 
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Background
The indoor environment in museums is influenced by 
several factors, whereas the main influence arises from 
the environmental conditions (e.g. humidity, tempera-
ture, light), gaseous and particulate matter (PM) pol-
lution, and microorganisms [1]. Particulate matter is a 
potential threat to objects in the museums due to soil-
ing and chemical reactions from harmful compounds 
inside the particles or on the surface between the parti-
cle and the deposited surface. The chemical composi-
tion of particles is an important factor which affects the 
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preservation of objects inside museums [2–7]. Further-
more, the viable, cultivable microorganism load (bacteria 
and fungi) in the air inside museums has been identified 
as a major problem for the deterioration of cultural herit-
age objects [8].
In particular, organic materials are very complex in 
structure and their deterioration is a complicated pro-
cess. Besides the importance of thermal or photochemi-
cal induced oxidation process, ionic hydrolysis reactions 
and reactions induced by UV, there are several other 
factors which affect the deterioration of organic objects. 
Among them is humidity, temperature, particulate mat-
ter, microorganisms and gaseous pollutants (such as 
O3, NO2 or SO2). All the reactions create changes in the 
organic structure caused by alterations in the chemical 
bonding and may lead to a disintegration of an object [1, 
4].
A number of studies have been performed to deter-
mine the characteristics and sources of particulate matter 
and airborne microorganisms inside museums [2, 9–14].
The current study reports on particulate matter mass 
and number concentrations, viable, cultivable airborne 
microorganism concentrations, as well as, environmental 
conditions (infiltration rate, relative humidity, tempera-
ture) in two museums and a library in Greece for a period 
of 2 years. Additional measurements on PM size distribu-
tion and PM chemical composition analysis which were 
performed will be a subject of a future study.
Methods
Sampling locations
In the current study, the measurement field studies took 
place in two museums and a library in Greece, with a 
total duration of 2  years (March 2013–February 2015). 
Three cultural heritage collections with different exhib-
its and differences in relation to location, ventilation and 
number of visitors were selected (Fig. 1). These cultural 
heritage collections are: (1) the Historical Museum of 
Crete (http://www.historical-museum.gr/) (coastal envi-
ronment, well controlled microclimatic conditions, high 
number of visitors), (2) the Criminology Museum of the 
University of Athens (http://www.criminology-museum.
uoa.gr/) (urban environment, naturally ventilated and 
partially air conditioned, low number of visitors), and (3) 
the Neophytos Doukas Library (mountainous environ-
ment, naturally ventilated, no visitors) at Ano Pedina, 
Zagori (see Fig. 1). The exhibits in the museums consist 
mainly of organic materials (textile, leather skin, parch-
ment, bones, wood, paper, etc.). The measurements in 
each museum occurred at three sites [outdoors (site A), 
indoors (site B) and inside showcases (site C)] in order 
to determine the indoor/outdoor relationships and the 
effectiveness of showcases in protecting organic exhibits.
The Historical Museum of Crete is located close to the 
harbor of Heraklion and its distance from the sea is about 
200 m. The test site is located on the second floor of the 
building. The Museum is housed in a neoclassical build-
ing and was founded in 1953. The building is consisted of 
19 rooms and 2 court yards. The exhibits in the Museum 
are mainly composed of organic materials, such as paper, 
wood, silk, wool, cotton and paintings/panels. Site A is 
situated outdoor of the museum at a point behind the 
forefront of the building. Site B is situated inside an eth-
nographic exhibition room of organic materials, and the 
third site (site C) is inside of a showcase, which exhibits 
mainly wool and cotton materials. The museum has an 
independent mechanical ventilation system, controlled 
indoor conditions and a large number of visitors.
The Criminology Museum of the University of Ath-
ens is situated in the centre of the town, in the region of 
Goudi at an altitude of 135 m. The museum is hosted in 
an air conditioned building, although the sampling room 
itself is not air conditioned. The lighting of the room is 
both natural and artificial, whereas the openings are 
partially covered with curtains. The exposed collection 
includes mainly organic materials, such as mummified 
tissues, bones, leather skin, textile, wood, paper, metal 
guns and knives. Measurements were performed at three 
sites. The first one (site A), is located outside the build-
ing, in the surroundings of the museum. The second one 
is located inside the museum (site B) in the centre of the 
exhibition room. The third site (site C) is located inside a 
Fig. 1 The three sampling locations in Greece. a Heraklion (Historical 
Museum of Crete); b Athens (Criminology Museum of the University 
of Athens); c Zagori (Neophytos Doukas Library)
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showcase. The museum is open mainly for students from 
the Medical Faculty.
The Neophytos Doukas Library, at Ano Pedina village 
of Zagori region at the Prefecture of Ioannina (rural and 
mountainous environment) is located in a sparsely pop-
ulated remote area, at an altitude of about 1000 m. The 
museum is hosted in the old school of the village without 
any air conditioning and heating system. There are four 
windows without curtains so that the light can penetrate 
unhindered indoors. The exposed collection includes 
mainly organic materials, such as old books most aged 
2–3 centuries. The books are made of materials such as 
paper, leather and thread. The measurements were per-
formed into three different locations. Site A is located 
outdoors, site B is located indoors and site C inside a 
showcase filled with old books close to a window. The 
museum is open to the public after appointment.
An extensive measurement campaign was conducted 
over a 2  years period including environmental param-
eters, gases, particulate matter and viable, cultivable 
airborne microorganisms (bioaerosol) sampling. In the 
current work the focus is on the particulate matter and 
bioaerosol measurement characteristics.
Particulate matter and bioaerosol sampling
The measurement schedule included a 2 days campaign 
every third month for each site to examine the seasonal 
variability influence for a period of 2 years.
The PM10, PM2.5, PM1 particulate matter mass meas-
urements in the museums were performed using the 
TSI’s on-line Dusttrak™ Aerosol Monitor model 8520, 
which is a portable, battery-operated, laser-photometer 
that measures continuously airborne dust concentra-
tions (TSI 2003). A P-Trak (Ultrafine Particle Counter, 
Model 8525, TSI) instrument was used for the determi-
nation of the number concentration characteristics. The 
Dust Trak and Dust Trak II instruments are based on a 
90° light scattering and have a particle size range from 
0.1 to 10 µm at a flow rate of 1.7 L/min with a concentra-
tion range from 1 to 100,000 µg/m3 for Dust Trak, and a 
flow rate of 3.0 L/min with a concentration range from 1 
to 150,000  µg/m3 for Dust Trak II, respectively. The log 
interval was set up to 1 min. The P-Trak uses high-purity 
isopropyl alcohol to grow microscopic particles for easier 
detection and counting in the optical chamber. Its con-
centration range is between 0 and 5 × 105 particles/cm3 
and it is able to measure particle concentration in the size 
range from 0.02 to 1 µm at a sample air flow rate of 0.1 L/
min.
The Dusttrak™ instrument measurements were cor-
rected based on the beta attenuation methodology. Com-
parative measurements of PM10 concentrations by the 
beta attenuation monitor (FH 62 SEQ) and the Dusttrak™ 
Aerosol Monitor model 8520 were performed at the 
background station for a period of 12 months. The cor-
rection formula can be expressed as: beta [Attenuation 
Monitor Concentration] (μg/m3) = 0.80 [Dusttrak Moni-
tor Concentration] (μg/m3) + 10.4 [15].
In addition, the MAS 100 one stage sampler was used 
to collect viable particles larger than 1.1 μm with a flow 
rate of 100 L/min and coincides with the level 5 of the 
Andersen sampler. The collected air volume by the MAS 
100 sampler varied from 50 to 250 L. The referred air 
volumes of the collected samples using the MAS 100 
sampler were optimized in experiments before, so that, 
for reliable results, the colony number per plate (90 mm 
diameter agar Petri dishes) not to exceed the number of 
80. Each aluminum orifice stage was disinfected using 
wipes containing 70 % isopropyl alcohol between collec-
tions of different samples.
The methodology of analysis for the viable, cultivable, 
airborne microorganisms is based on the cultivation of 
the air sampled microorganisms on specific microbio-
logical growth media. The heterotrophic bacteria were 
cultivated in Tryptone Soy Broth (Merck, Germany) 
containing 1.5 % (w/v) Agar at 37 °C in the dark for 48 h. 
Incubation temperature of 37 °C was chosen for the deter-
mination of the airborne, heterochthonous (not indig-
enous to the area of present occurrence), opportunistic 
pathogenic, heterotrophic bacteria due to health-related 
interests. The cellulose metabolizing bacteria were culti-
vated in Tris Phosphate Mineral Medium [16] containing 
1.5 % (w/v) Agar and 0.5 % (w/v) crystalline cellulose as 
sole carbon source at 37 °C in the dark for 8 days. The acid 
producing bacteria were cultivated in the Gluconobacter 
oxydans Medium [17] at 37 °C in the dark for 8 days. Acid 
producing bacteria were counted only when form clear 
zones below the colonies. In parallel, viable mesophilic 
fungi were cultivated in Malt Extract Broth (Lab M, Eng-
land) containing 1.5 % (w/v) Agar at 20 °C in the dark for 
72 h. Air samples were collected in two sequential repeti-
tions on each specific growth medium in three locations 
of each museum and library (indoors, showcase, outdoor) 
using a single sampler. The counted number of colonies 
was precisely corrected using the positive hole conver-
sion tables, supplied by the manufactures of the used sam-
pling instruments. Concentrations of cultivable airborne 
microorganisms were expressed as colony forming units 
per cubic meter (CFU/m3).
Microclimate
Measurements of environmental parameters indoor/out-
door (RH, T, infiltration rate) were performed at the two 
museums and the library to determine the indoor micro-
climate and the prevailing outdoor conditions during the 
different seasons.
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In order to measure the CO2 levels indoors/outdoors of 
each museum for the determination of the air exchange 
rate, the IAQ instrument (Indoor Air Quality Meter, 
Model 8762, TSI) was used which measures the CO2 level 
in parts per million (ppm). The log interval was set up to 
1 min. The infiltration rate was computed by the indoor 
to outdoor CO2 concentration ratio. It was found that the 
average infiltration rates were 1.41, 1.22 and 1.15 h−1 in 
the Historical Museum of Crete in Heraklion, the Crimi-
nology Museum of the University of Athens and the Neo-
phytos Doukas Library in Zagori, respectively.
Data loggers of environmental conditions (temperature 
and relative humidity) were used indoors/outdoors in the 
museums under study. The air temperature and relative 
humidity were recorded continuously by three Tiny Tag 
data loggers in each museum placed on three locations 
(outdoors, indoors and in a showcase).
Results and discussions
Microclimate
The microclimate measurements showed that only at 
the Historical Museum of Crete the indoor conditions 
are well controlled since there is in operation a cen-
tral air conditioning and heating system (average val-
ues: T =  21.9 ±  4.8  °C and RH =  54.2 ±  4.4 % for site 
A, T = 21.0 ± 2.5 °C and RH = 51.6 ± 4.4 % for site B, 
and T = 21.3 ± 2.4 and RH = 51.2 ± 5.4 % for site C). 
Contrary, in the other two museums the differences 
between outdoor/indoor values for the relative humid-
ity are small indicating that the indoor conditions are 
not well controlled. The outdoor seasonal variation of 
temperature gives the same profile in all three muse-
ums, with the highest values during spring and summer, 
and the lowest during autumn and winter. More specifi-
cally, the average temperature values at the Neophytos 
Doukas Library at Zagori showed the lowest tempera-
tures due to its high altitude location (average values: 
site A: T = 13.9 ± 7.2 °C; site B: T = 14.2 ± 6.5 °C; and 
site C: T =  14.2 ±  6.6  °C. The relative humidity values 
in the Neophytos Doukas Library in Zagori are also close 
to the outdoor values indicating not well controlled con-
ditions (52.3 ± 9.3 % for site A, 52.3 ± 8.3 % for site B, 
52.2 ± 8.1 % for site C). In comparison, the average tem-
peratures and relative humidity values at the Criminol-
ogy Museum of the University of Athens were for site 
A T  =  20.2  ±  6.0  °C and RH  =  51.5  ±  5.6  %, for site 
B 20.1 ±  5.6  °C and RH =  51.3 ±  5.1 %, and for site C 
20.3 ± 5.9 °C and RH = 50.7 ± 5.6 %.
Particulate matter concentration
Figure 2 shows the 2 years average mass concentrations 
of particulate matter in the different museums during the 
measurement campaigns using Dusttrak™ instruments. 
The measurements were performed for a period of 3  h 
at each site during the opening hours of the museums. 
The lowest particulate matter concentrations outdoors 
were observed at the Neophytos Doukas Library in Zagori 
which is located in a mountainous region at the north 
west of the Greek mainland, whereas the highest particle 
levels indoors are measured in the Criminology Museum 
of the University of Athens. The Athens museum is situ-
ated in a densely populated urban area (Goudi) with an 
extensive road network. In addition, the PM2.5 fraction in 
the PM10 mass is ranging from 0.7 to 0.9 in the sampling 
sites indicating also that particles indoors have a signifi-
cant outdoor origin. The only exception was observed in 
site C at the Neophytos Doukas Library in Zagori with a 
value of 0.3 as a result of an individual measurement with 
extreme high concentration of PM10 (307  μg/m3) at the 
first measurement campaign. This result can be caused 
by coarse mineral and organic airborne dust found in the 
showcases. Furthermore, the average PM10 mass concen-
tration indoors is higher than the outdoor levels for the 
museums with natural ventilation (Athens and Zagori) 
and close to the outdoor levels in the well controlled His-
torical Museum of Crete. This finding indicates that the 
presence of visitors (as will be shown also in Fig. 3) and 
indoor activities in the museums, as well as infiltration 
from the outdoor atmosphere (as will be shown also in 
Fig. 4) contribute to higher concentrations through par-
ticle resuspension and penetration. In addition, the well 
controlled microclimate conditions and the clean envi-
ronment in the Historical Museum of Crete in Heraklion 
result that the indoor levels are not considerably elevated 
due to the presence of visitors (60–250 visitors per day).  
In particular, the average PM10 concentrations out-
doors (site A) were 48.4  ±  25.5  μg/m3 in Heraklion, 
45.5 ±  12.3 μg/m3 in Athens and, 37.8 ±  14.9 μg/m3 in 
Fig. 2 Two years average mass concentrations (μg/m3) of the 
respirable particulate matter concentrations (PM2.5, PM10) in the two 
museums and the library
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Fig. 3 Seasonal variation of the number of visitors in the Historical Museum of Crete versus the seasonal average indoor PM10 mass concentrations 
(PM10 × 100 μg/m3)
Fig. 4 Seasonal variation of the infiltration rates in the Historical Museum of Crete in conjunction with the Indoor/Outdoor (I/O) PM10 mass concen-
trations
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Zagori for the whole time period of 2  years, as shown 
in Fig.  2. Furthermore, the PM10 mass concentration 
indoors was higher than the outdoor levels in the Crimi-
nology Museum of the University of Athens and the 
Neophytos Doukas Library in Zagori respectively, which 
indicates indoor sources such as particle resuspension 
due to the presence of people inside the museums and 
poor cleaning conditions. In addition, the indoor concen-
tration in the Historical Museum of Crete in Heraklion 
was close to the outdoor levels as shown in Fig. 2, which 
indicates the influence of outdoor PM concentrations (as 
shown also in Fig. 4).
A seasonal variation of the PM10 and PM2.5 concentra-
tions is shown in Fig.  5. The highest indoor concentra-
tions recorded during the autumn and winter periods 
in the Criminology Museum of the University of Athens 
(76.5 and 70.5 μg/m3, respectively), whereas comparable 
high was the average PM concentration in autumn inside 
the showcase in the Neophytos Doukas Library in Zagori. 
However, the lowest average concentrations indoors were 
recorded in the Neophytos Doukas Library in Zagori var-
ying from 28.5 μg/m3 in spring to 47.5 μg/m3 in summer. 
As shown in Fig. 5, the highest concentrations of particu-
late matter in the Historical Museum of Crete in Herak-
lion were recorded during summer and spring (57.5 and 
45.0 μg/m3, respectively).
The PM10 concentrations outdoors were lower than 
the Air Quality Standard annual level of 40 μg/m3 (AQS 
annual level). However, the outdoor concentrations of the 
PM10 in Athens during the autumn, in Heraklion during 
autumn and summer and in Zagori during summer were 
higher than 40  μg/m3  (Fig.  5). The elevated PM10 levels 
can be attributed to an increased vehicular traffic and 
other anthropogenic sources in the Athens and Herak-
lion metropolitan area in agreement with previous stud-
ies [18]. In addition, during summer there is an increased 
traffic in Zagori area from tourists.
As mentioned before, the indoor PM10 concentra-
tions were higher than outdoor levels nearly all seasons 
in all cultural heritage collections due to the presence 
of people, ventilation conditions and activities indoors. 
Furthermore, the concentration of PM10 and PM2,5 in 
showcases shows often similar values with the indoor 
levels indicating that the use of showcases is not always 
an effective mechanism for reducing the exposure to par-
ticles. Similar results are described also in the section 
Bioaerosol measurements for the dual role of the show-
cases in the museums (protective although in some cases 
result to an enrichment of microbial threats) regarding 
the protection of the exhibits from viable, cultivable air-
borne microorganisms with possible degradation capa-
bilities. In addition, higher indoor PM10 concentrations 
than the AQS level may have an impact also to the soiling 
risk of exhibits in museums and air quality data may fur-
ther used for soiling risk studies.
The indoor PM10/PM2.5 ratio for the three cultural herit-
age collections is shown in Fig. 6 for indoor, showcase and 
outdoor conditions. The highest indoor PM2.5/PM10 ratio 
is observed in the Criminology Museum of the University 
of Athens (0.88) and the lowest in the Neophytos Doukas 
Library in Zagori (0.64). This means that in the case of 
Fig. 5 Seasonal variation of the PM2.5 and PM10 (μg/m
3) concentra-
tion in the Historical Museum of Crete in Heraklion, the Criminology 
Museum of the University of Athens and the Neophytos Doukas 
Library in Zagori during the measurement 2 year period (March 
2013–February 2015) at a outdoors; b indoors; and c showcases)
Page 7 of 13Lazaridis et al. Herit Sci  (2015) 3:34 
the Criminology Museum of Athens indoors, fine parti-
cles dominate. High PM2.5/PM10 ratios are also observed 
outdoors which indicate that fine particles are originating 
outdoors from anthropogenic sources. At the same time 
higher than one values of the Indoor/Outdoor (I/O) PM10 
concentration ratio (as in the case of the two naturally ven-
tilated collections in Athens and Zagori, Table  1) indicate 
significant indoor sources. Furthermore, the lower PM2.5/
PM10 ratio at the Neophytos Doukas Library in Zagori shows 
the presence of coarse particles mainly from soil resuspen-
sion processes. The importance of particle resuspension on 
PM10 mass concentration indoors has been studied before 
[19] concluding that human walking and wind flow can 
increase considerably the PM10 mass concentration levels. 
Fig. 6 Indoor PM2.5 and PM10 concentrations and PM10/PM2.5 ratios (indicated with decimal numbers on the bars of the figure) for the Historical 
Museum of Crete in Heraklion, the Criminology Museum of the University of Athens and the Neophytos Doukas Library in Zagori in the different 
measurement sites
Table 1 Seasonal variation of the 2 years average PM2.5/PM10 ratios indoors and the indoor/outdoor (I/O) PM10 ratios
Museum Season PM2.5/PM10 Mean value I/O (PM10) Mean value
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Fig. 7 Seasonal variation of particle number concentration (particles/cm3) in the Historical Museum of Crete in Heraklion, the Criminology Museum 
of the University of Athens and the Neophytos Doukas Library in Zagori a outdoors; b indoors; c showcases and d mean particle number concentra-
tion
The seasonal variation of the PM10/PM2.5 ratio indoors 
for the three cultural heritage collections is shown in 
Table 1. Elevated I/O PM10 values are measured mainly in 
the Criminology Museum of the University of Athens and 
the Neophytos Doukas Library in Zagori (2  years aver-
age I/O PM10 values 1.38 and 1.12, respectively), which 
are correlated with high dust load in the collections and 
resuspension of particles during the presence of people. 
The Historical Museum of Crete in Heraklion had a mean 
value of the I/O PM10 ratio close to one (0.98) indicating 
that there are no significant indoor particle sources.
Furthermore, Fig. 4 presents the mean seasonal varia-
tion of the infiltration rate of the Historical Museum of 
Crete in Heraklion versus the I/O PM10. There is a cor-
relation between the infiltration rates with the I/O PM10 
values which indicates the influence of the outdoor par-
ticle levels in the indoor PM10 concentrations. Higher 
infiltration rates result to higher I/O PM10 values and 
therefore to an increased indoor PM10 concentrations.
Moreover, the influence of the number of visitors to 
the indoor mean PM10 concentrations is studied for the 
Historical Museum of Crete in Heraklion where detailed 
data are available for the number of visitors as depicted 
in Fig. 3. The Pearson coefficient for the 2 years measure-
ments is 0.76 which supports the hypothesis of the influ-
ence of visitors to the indoor PM10 levels through particle 
resuspension [19] and the visitors’ presence [13]. Simi-
larly, the concentrations of the cultivable, airborne het-
erotrophic bacteria correlated well with the daily visitors 
numbers showing a Pearson coefficient for the 2  years 
measurements of 0.75, indicating their anthropogenic 
origin. In contrast, the cultivable airborne fungi did not 
show any correlation with the number of visitors, prob-
ably, due to their outdoor origin. These results coincide 
well with the Indoor/Outdoor ratios of the viable, culti-
vable airborne heterotrophic bacteria and fungi, which 
are presented and discussed in the section Bioaerosol 
measurements.
Figure 7 presents the PM1 particle number concentra-
tion (particles/cm3) in the three cultural heritage col-
lections for the 2  years measurement period. The mean 
number concentration indoors in the Historical Museum 
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of Crete in Heraklion and the Criminology Museum of 
the University of Athens show higher concentrations 
(mean value of 10,000 particles/cm3) in all three sites 
compared to the Neophytos Doukas Library (mean value 
of 2000 particles/cm3). The high particle number concen-
trations are due to the high anthropogenic emissions in 
the urban areas of Athens and Heraklion compared to the 
Zagori, which is located in a mountainous region. Simi-
lar results were observed in the Baroque Library Hall in 
Prague, which is also located in an urban setting [12]. The 
indoor number particle concentrations is higher com-
pared to the outdoor levels in both Athens and Herak-
lion museums for all seasons except the winter period in 
Athens metropolitan area indicating indoor sources. The 
higher levels of outdoor particle number concentration 
during the winter period are due to heating and elevated 
vehicular traffic. The higher indoor PM1 particle con-
centrations are encountered mainly during winter, sum-
mer and autumn periods which are associated with an 
increased number of visitors in the Historical Museum of 
Crete and the use of the museum cafeteria, as well as, due 
to elevated outdoor particle levels. Furthermore, the low-
est PM1 number concentration values were measured in 
the Neophytos Doukas Library (mean concentrations of 
particles 2036 ± 465 particles/cm3 outdoors, 1598 ± 362 
particles/cm3 indoors, and 1545 ±  428 particles/cm3 in 
showcases).
The higher PM1 number concentration outdoors was 
encountered during winter. No significant seasonal 
trend is observed for the other seasons in the outdoor 
particle concentrations for Historical Museum of Crete 
and Neophytos Doukas Library, whereas for the Crimi-
nology Museum of the University of Athens lower val-
ues are observed in the summer associated mainly with 
a vehicular traffic decrease due to summer holiday 
period and reduction of the anthropogenic activities. In 
addition, the particle number concentration inside the 
showcases shows comparable values with the indoor 
concentrations indicating that showcases do not present 
an effective means for reducing the particle number 
concentration.
Bioaerosol measurements
Figure  8 presents the measured seasonal variation of 
viable, cultivable airborne microbes in the three cultural 
heritage collections during the 2  years measurement 
period. As shown, high seasonal variability of airborne 
microbial concentrations was measured. The lowest con-
centrations of cultivable, airborne microorganisms were 
determined in the Historical Museum of Crete (aver-
age 2  years sum indoors 2292  ±  795  CFU/m3; show-
case 1677  ±  834  CFU/m3; outdoors 690  ±  379  CFU/
m3), whereas the highest concentrations were measured 
in the Neophytos Doukas Library of Zagori (average 
2  years sum indoors 7310  ±  4,575  CFU/m3; showcase 
4168  ±  1201  CFU/m3; outdoors 1266  ±  954  CFU/
m3). The cultivable bioaerosol concentrations showed 
the highest values in autumn indoors (average 2  years 
autumn sum indoors varied from 3293 to 5093  CFU/
m3). In comparison, the lowest concentrations of culti-
vable airborne bacteria were observed in winter (average 
2 years winter sum indoors varied from 680 to 1375 CFU/
m3). Extremely high concentrations of cultivable, air-
borne fungi were measured during winter inside the Neo-
phytos Doukas Library of Zagori (average 2 years winter 
concentration of airborne fungi indoors 13,283 CFU/m3), 
where the microclimate was not controlled,and the aver-
age winter relative humidity varied from 65.5 to 70.3  % 
and the average winter temperature from 2.2 to 13.9  °C 
indoors.
The 2 years average indoor/outdoor and showcase/out-
door ratios of the airborne microbes is shown in Fig. 9. 
As reported before [20], the I/O bioaerosol concentra-
tion ratio is an important parameter for the evaluation 
of biological pollution indoors. I/O ratios between 1.5 
and 2 indicate indoor environment of regular conditions, 
whereas I/O ratios higher 2 indicate not proper indoor 
environmental conditions [21]. As shown in Figs.  8 and 
9, the indoor concentrations of the cultivable airborne 
bacteria were higher than outdoors. In contrast, relatively 
low concentrations of airborne fungi were measured 
indoors and inside the showcases. Exception was the high 
indoor fungal concentration in the naturally ventilated 
Neophytos Doukas Library of Zagori during the winter 
period.
As regards the airborne fungi, the I/O and the show-
case/outdoor ratios in the Historical Museum of Crete 
as well as the showcase/outdoor ratio in the Criminology 
Museum were under 1 (0.5–0.7), indicating very good 
storage conditions. Most of the airborne fungi come from 
the outdoor environment. In contrast, the 2 years average 
I/O ratio and the showcase/outdoor ratio in the Neophy-
tos Doukas Library of Zagori were extremely high (53 and 
5.8, respectively), indicating wall damping, stagnation of 
water and poor cleaning conditions.
Regarding the airborne bacteria, the 2  years average 
I/O ratios in all three collections were very high varying 
from 6.4 to 38.1, signalizing the enrichment of opportun-
istic pathogenic heterotrophic bacteria, cellulose metab-
olizing bacteria, and acid producing bacteria inside the 
two museums and the library. The most abundant bac-
teria in all three collections were the cellulose metabo-
lizing bacteria, followed by the heterotrophic bacteria. 
The highest concentrations of the cellulose metabolizing 
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Fig. 8 Seasonal variations of viable, cultivable airborne microbes in the Historical Museum of Crete in Heraklion, the Criminology Museum of the 
University of Athens and the Neophytos Doukas Library in Zagori (indoors, showcases, and outdoors). Number of samples (N = 16)
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bacteria were measured in the Neophytos Doukas Library 
of Zagori, where damages of the exhibited books are 
visible.
An enrichment of airborne bacteria inside the show-
cases was also observed indicating that showcases offer 
not enough protection for specific cultivable, airborne 
bacteria and fungi (compare in Fig.  9 the enrichment 
of heterotrophic bacteria during autumn in the closed 
showcase in the Criminology Museum of the University 
of Athens). Similarly to PM, showcases can only partly 
protect the artworks from high concentrations of air-
borne microorganisms with possible degradation capa-
bilities and acid production. Especially, measurements 
showed that the 2 years average showcase/outdoor ratio 
of the acid producing bacteria was 2.2 times higher than 
the Ι/Ο in the Historical Museum of Crete. Similarly, 
the showcase/outdoor ratio of opportunistic pathogenic 
heterotrophic bacteria was 2.3 times higher than the Ι/Ο 
ratio in the Criminology Museum of the University of 
Athens, whereas the showcase/outdoor ratio of the cel-
lulose metabolizing bacteria was in the same range like 
the I/O ratio of the Neophytos Doukas Library in Zagori 
(Fig.  9). These findings lead to the suggestion that the 
elevated concentrations of the museum-specific, culti-
vable, airborne bacteria that were enriched inside the 
showcases, probably, can utilize the exhibits’ materials as 
sources for growth.
It must be mentioned, that the choice of specific selec-
tive or non-selective microbiological growth medium, the 
incubation temperature and the cultivation time result 
to differences on the selection of the viable, cultivable, 
airborne microbial community. Furthermore, the exact 
microbial concentration cannot be determined using 
only cultivation dependent methods since microbes may 
be viable but non-cultivable and culturing usually leads to 
underestimation of microbial diversity and concentration 
[22–26]. Nevertheless, the combination of culture-based 
analysis with molecular analysis increases the observed 
bacterial diversity.
In a former study [26], we have shown that PM10 mass 
and PM1 number concentrations, relative humidity and 
UV radiation play a significant role in the prediction of 
the viable, cultivable fungal concentration in the outdoor 
air under specific limitations at the coastal Mediterra-
nean city of Chania in Crete. In addition, recently Skόra 
et al. [27] have found a correlation between microclimatic 
Fig. 9 Two years average indoor/outdoor and showcase/outdoor ratios of the viable, cultivable airborne microbes (heterotrophic bacteria, cellulose 
metabolizing bacteria, acid producing bacteria, and fungi) in the Historical Museum of Crete in Heraklion, the Criminology Museum of the Univer-
sity of Athens and the Neophytos Doukas Library in Zagori. Number of samples (N = 16)
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conditions (temperature and relative humidity) and con-
centrations of cultivable, airborne heterotrophic bacteria 
and fungi in museums, archives and libraries, where the 
types and levels of cultivable airborne microbes were 
institution depended. Similarly, in the present study, we 
have measured “collection specific” enrichment of cultiva-
ble, airborne microbes indoors and inside the showcases. 
However, no significant correlation between the cultivable 
airborne microbes, the microclimatic conditions and the 
PM concentrations was found indoors or inside the show-
cases (Pearson coefficient less than 0.6). Exceptionally, a 
moderate correlation between the cultivable airborne het-
erotrophic bacteria and the PM1 number concentrations 
was found indoors and outdoors only in the Neophytos 
Doukas Library in Zagori with Pearson r coefficient 0.82 
and 0.83, respectively. The non significant correlation 
among microorganisms and PM may be explained by the 
fact that the PM and the airborne microbial concentra-
tions showed different seasonal variability both indoors 
and outdoors in the two museums and the library.
Finally, as shown in Fig.  9, the best conditions were 
observed in the Historical Museum of Crete due to the 
regulation of the museum microclimate and the proper 
controlled storage conditions [28], although this museum 
receives a large number of visitors. In contrast, the worst 
conditions were measured in natural ventilated Neophy-
tos Doukas Library in Zagori. From the measurements 
performed in the current study it can be concluded that 
in respect to the chemical composition and conserva-
tion of the exhibits it is possible that the indoor environ-
ment of the museums and of the showcases can result in 
the enrichment of microorganisms which can attack and 
partly deteriorate the exhibits.
Conclusions
Well controlled microclimatic conditions were measured 
in the Historical Museum of Crete. In contrast, was no 
significant differentiation of the indoor, and showcases 
microclimate as well as outdoor conditions in the natu-
ral ventilated Criminology Museum of the University of 
Athens and the Neophytos Doukas Library in Zagori.
The particulate matter measurements in the two 
museums and a library showed a considerable variabil-
ity which is related to the outdoor concentration levels, 
indoor environmental conditions, infiltration rates and 
indoor activities such as the number of visitors. The 
lowest 2  years average particulate matter concentra-
tions were observed at the Neophytos Doukas Library in 
Zagori, which is located in a mountainous region at the 
north west of the Greek mainland, whereas the highest 
particle levels are observed in the Criminology Museum 
of the University of Athens.
The 2 years average PM2.5 fraction in the PM10 mass is 
ranging from 0.9 to 0.74 in the indoor and outdoor sam-
pling sites indicating also that particles indoors have a 
significant outdoor origin. The average PM10 mass con-
centration and the PM1 number concentration indoors 
were higher than the outdoor levels for all three muse-
ums. This finding indicates that the presence of visitors 
in the museums and other indoor activities contribute 
to higher PM10 mass concentrations also through parti-
cle resuspension. In addition, high PM1 particle number 
concentration were measured in the Historical Museum 
of Crete and the Criminology Museum in Athens which 
are located in urban areas due to the high anthropogenic 
emissions.
High seasonal variability of the concentrations of cul-
tivable, airborne microorganisms was measured in the 
museums. In comparison, the lowest concentrations of 
cultivable, airborne microorganisms were measured in 
the Historical Museum of Crete in Heraklion. In contrast, 
the highest concentrations of airborne fungi were meas-
ured in the Neophytos Doukas library in Zagori, whereas 
the highest concentrations of airborne, opportunistic 
pathogenic, heterotrophic bacteria were measured in 
the Criminology Museum of the University of Athens. 
Occasionally, extremely high concentrations of fungi 
(during winter indoors in the Neophytos Doukas Library 
in Zagori) and heterotrophic bacteria (during autumn 
inside the showcases in the Criminology Museum of the 
University of Athens) were encountered.
Although, the particulate matter correlate well with 
number of visitors, did not show any significant correla-
tion with the cultivable airborne microbes, and presented 
a different seasonal variability versus microorganism 
both indoors and outdoors.
Showcases offer not always a protection for PM and 
specific airborne bacteria. In contrast, an enrichment of 
viable, cultivable airborne bacteria inside the showcases 
was observed in some cases that may be related to a pos-
sible utilization of the exhibits materials as sources for 
growth. On the other hand, although the closed show-
cases of the two museums could only protect the exhibits 
to a low percentage (8.7–9.4  %) from airborne bacteria 
and fungi, the concentrations of airborne microbes in 
the closed showcases of the Neophytos Doukas Library 
were 56.3 % reduced, indicating the importance of closed 
showcases, especially in museums with no microclimatic 
management.
An appropriate management of the museums microcli-
mate according the ISO 11799, 2003 [28], in accordance 
to proper cleaning, regular dusting, disinfecting, and dis-
infestating of the rooms, is the best practice to protect 
the exhibits, and the health of people who consult them 
or work in them.
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